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  ADDENDUM NO. 1 

 
to the 

 
CONSTRUCTION DOCUMENTS 

 
April 5, 2012 

 
GENERAL 
 
The following changes, additions or deletions shall be made to the following document(s) as 
Indicated; all other conditions shall remain the same. 
 
 
I. SPECIFICATIONS 

Item No. 

1. Section 05120 – Structural Steel, Part 2 – Products, 2.3 Fabrication, E.: – Add in its 

entirety:  

1. All exposed steel supports including in Mechanical rooms, on roof, etc. shall be 
hot dipped galvanized.  

 
2. All structural steel frames for the exterior chases shall receive two rust 

inhibitive coats of primer. 

Item No. 

2. Section 02510 – Site Hot Water Distribution Systems, Part 2 – Products, 2.1 

Materials, A.1.: – Add in its entirety: 

a. Casings shall be SDR51. 
b. All joints shall be insulated.  

 
II. DRAWINGS 

Item No. 

3. Sheet M3, Campus Enlarged Heating Hot Water Piping Plan – 1: – Add note in its 

entirety:  

 “Provide trust block where pipe diameter is reduced.” 
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Item No. 

4. Sheet M4, Campus Enlarged Heating Hot Water Piping Plan – 2: – Add note in its 

entirety:  

 “Provide trust block where pipe diameter is reduced.” 
 

Item No. 

5. Sheet M12, Chemistry/Physical Sciences North (557/657) – Add Alt 1 – Heating Hot 

Water Piping Plan and Piping Elevations: – Add note in its entirety:  

 “Provide trust block where pipe diameter is reduced.” 
 
 
 

END OF ADDENDUM NO. 1 




