July 27, 2010

Enclosed is **ADDENDUM NO. SIX** to the Construction Documents on the above-captioned project.

Bid date has been changed from Thursday, July 29, 2010 at 2:30PM to **Wednesday, August 4, 2010 at 2:30 PM** to be held at:

**CONTRACTING SERVICES**
Facilities Management, Bldg. 439,
Door #E, Reception Counter
University of California, Santa Barbara
Santa Barbara, CA 93106-1030.

Late arrivals shall be disqualified. Please allow time for unforeseen traffic delays, securing a parking permit and potential parking problems.

Anna Galanis
Director, Contracting Services
ADDENDUM NUMBER 6

to the

CONSTRUCTION DOCUMENTS

JULY 27, 2010

GENERAL

The following changes, additions or deletions shall be made to the following document(s) as indicated; all other conditions shall remain the same.

I. ADVERTISEMENT FOR BIDS

Item No.

1. Second page, third paragraph, sentence beginning with “Bid Deadline…”, 
CHANGE to read in it’s entirety as follows:

“Bid Deadline: Sealed bids must be received on or before 2:30 P.M. on Wednesday, August 4, 2010. Sealed Bids will be received only at:
Contracting Services, Facilities Management, Building #439, Door “E”, Reception Counter, University of California, Santa Barbara, Santa Barbara, California 93106-1030.”

II. SUPPLEMENTARY INSTRUCTIONS TO BIDDERS

Item No.

1. Number 4, CHANGE to read in it’s entirety as follows:

“Bids will be received on or before the Bid Deadline: 2:30 P.M., Wednesday, August 4, 2010 and only at: Contracting Services, Facilities Management, Building #439, Door “E”, Reception Counter, University of California, Santa Barbara, Santa Barbara, California 93106-1030.”

III. SPECIFICATIONS

1. Section 05521 – “PIPE AND TUBE RAILINGS”, 2.2 STEEL AND IRON, B.1, 
Revise sentence in its entirety to read; “Provide hot dip galvanized finish for exterior installations and where indicated.”

2. Section 16111 – “CONDUIT”, 3.04 CONDUIT INSTALLATION SCHEDULE, F
Revise sentence in its entirety to read; “Expose Dry Interior Locations Subject to Mechanical Injury.”
IV. **DRAWINGS**

Item No.

1. **DRAWING NO. A2.29, FINISH SCHEDULE.**
   *Clarification:* FLOOR finish schedule, keynote “CONC 1” indicates (2) coats of clear coat. Clear coat to be used is: BASF/Sonneborn – Kure 1315, or equal.

2. **DRAWING NO. A2.30, BASEMENT FINISH PLAN.**
   *Revise* keynote at Room 0641 from "WB1" to "WB2" (Mechanized roller Shades) at the skylights.

3. **DRAWING NO. A7.10, STAIR NO. 1 – ELEV. PLANS SECT.**
   *Delete* the following note on 1/A7.10; “If handrail does not comply then do not replace unless requirement complies.” *Clarification* - all new handrails will comply.

4. **DRAWING NO. S2.12A - UNIT 1 SECOND FLOOR FRAMING PLAN.**
   *Revise* note at Stairs 1 and 2 to read: “(E) concrete spandrel panel to be removed”. *Delete* reference to Alternate No. 4.

**END OF ADDENDUM NO. 6**